This paper reports the result of an investigation on the potential energy saving of the lighting systems at selected buildings of the Universiti Tenaga Nasional. The scope of this project includes evaluation of the lighting system in the Library, Admin Building, College of Engineering, College of Information Technology, Apartments, and COE Food court of the university. The main objectives of this project are to design the proper retrofit scenario and to calculate the potential electricity saving, the payback period, and the potential environmental benefits. In this survey the policy for retrofitting the old lighting system with the new energy saving LEDs starts with 10% for the first year and continues constantly for 10 years until all the lighting systems have been replaced. The result of the life cycle analysis reveals that after four years, the selected buildings will bring profit for the investment.
Introduction
In order to ensure a comfort, safe, and productive environment, the lighting system must provide suitable condition with desired illumination level. At the same time, lighting system needs to be designed in such a way that consumes the optimum amount of energy. In this modernized era, light source can produce the equal light compared with the traditional lighting systems used 20 years ago, while consuming half the energy input. Malaysia as a fast developing country has to look forward to energy efficiency technologies due to several factors such as cost increment in building new power plants, continuing shortfall between electricity demand and supply, and competing needs for investment capital.
Among all the electric consumers, lighting has one of the highest shares in the residential and commercial sector. Lighting accounts for approximately 20% to 30% of the electricity consumption worldwide [1, 2] . By switching towards more energy efficient lighting technologies, a considerable amount of energy could be saved [3] . The study by Trifunovic et al. [4] showed a potential energy saving of up to 27% in residential and 30% in the commercial sector.
The process of replacing inefficient light systems with more advanced and high efficiency systems are called lighting retrofits. The success of a retrofit program depends on different parameters, such as policies and regulations, occupant's expectation, building specification, and human factors, which has the highest effect among other parameters [5] . These parameters are highly interdependent and could have a significant impact on the design.
The increase in energy consumption contributes significantly to the environment in consequences of the emission production. Almost 80% of the world electricity is produced from the combustion of fossil fuels. This eventually has changed the pattern of emission production. The gases that are being produced by burning the fossil fuels are "greenhouse gases" which contributes to global warming, ozone depletion, acid rain, and other negative impacts [3] .
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Incandescent Light Bulbs.
Incandescent light bulbs have been the most commonly used light sources over the past one and a half decade also called the "Edison Bulb. " They have a simple technology; when connected to a power supply, the electric current heated the wires and tungsten filament to 4,000 degrees Fahrenheit and tungsten begins to evaporate. Without the inert gasses (argon and nitrogen), the tungsten particles would collect on the inside of the glass, causing it to darken. The gasses, however, collect the tungsten particles and send them back to the filament. However, almost 90% of the energy generated by an incandescent bulb is released as heat, not light.
Compact Fluorescent CFL.
In the past few years, incandescent bulb starts to give way to more efficient fluorescent (FL), compact fluorescent (CFL), and light emitting diode (LED) lighting systems. CFL bulbs are one of the most successful innovations in the lighting industry; the modern CFL bulbs last 10 times longer than traditional incandescent bulbs. They consume far less energy to produce the same amount of light. For instance, a 15-watt CFL lamp emits the same amount of light as 60-watt incandescent bulb. Despite the great advantages of CFLs they have some limitations. Some CFLs do not perform well in low temperatures; it is possible for a CFL to produce radio frequency interference (RFI); they are not resistant to internal shock, and they have mercury within their glass cover. Many commercial and industrial facilities have old-fashioned inefficient FL lighting systems such as T-12 FL [6] .
LED.
The LED is what is called a "solid-state lighting" technology, or SSL. Basically, instead of emitting light from a vacuum or a gas, a SSL emits light from a piece of semiconductor made of a positively charged and a negatively charged component. The light is emitted when electrons move around within the semiconductor structure from the negative to the positive layer. In the early LED models, the structure of the LED causes some of that light to get trapped inside. Therefore, the old models are generally dimmer than an incandescent bulb. However, this problem has been solved in the new models and LED bulbs have brightened up. Many researches are in progress to optimize the performance and light quality of the LED bulbs and at the same time reduce their price [7] [8] [9] . There are basically 2 types of LEDs: the 5 mm LED chips and the high-output chip on board (COB). The 5 mm LED has low light output and lacks proper thermal path that is essential for maintaining the LED's junction temperature. Normally the luminous of the 5 mm LED would reduce to half of its original value after 6000 hours. The COB is known as the current choice for lighting since it offers far superior luminous output as well as having proper thermal path for regulating the LED's junction temperature. Figure 1 shows the Incandescent, CFL, and LED light bulbs.
Several studies have been conducted on the benefits of retrofitting conventional lighting systems with the new low energy ones [10, 11] . Light emitting diode (LED) lamps are more effective than incandescent and CFL bulbs and have a longer lifetime while providing similar luminous. Uddin et al. [12] found that LED lamps are more expedient than conventional bulbs and also advance in terms of environment friendly but economical wise LEDs have higher initial costs. Chen and Chung [13] have studied retrofitting LEDs with T8 fluorescent tubes; they found that by replacing 36 W T8 fluorescent lamp with 20 W LED, would have around $288 saving in 5 year operation.
Ryckaert et al. [14] conduct a research on the ups and downs of retrofitting LED tubes with T8 FL lamps. They analyse twelve different LED tubes and the results show that a one-to-one lamp replacement could lead to an inadequate quantity and quality of illumination of the work plane. In order to address this issue, additional LEDs are required which consequently would decrease the potential energy savings. In another study, Stefano [11] identified three main barriers to the cost effective installation of energy efficient lighting technologies in offices such as low lighting system operating hours, low cost of electricity, and high initial expense of energy efficient lighting components. Vahl et al. [15] analyse the long term sustainability of retrofitting inefficient light bulbs with CFLs and LEDs. They found that generally CFLs have the highest annual cost and toxic waste; FL tubes are the most economical alternative, but if their lifespans shorten and LED prices drop or achieve higher efficiency, LED becomes the most sustainable and economically alternative.
Mahlia [16] shows the method to calculate the potential emission from the fuel mix used by Malaysia to generate electricity. The author uses the polynomial equation to predict the energy consumption and the emission produced in the years 2002 to 2020. The data of per unit of CO 2 , SO 2 , NO , and CO emitted for electricity generation was obtained. Another study shows the prediction in a reduction on the amount of CO 2 and SO 2 emission in the years 2010, 2020, and 2050 by using biogas energy compared to traditional method [17] .
In Malaysia, around 40% of greenhouse gases are contributed by residential buildings [18] . Therefore, it is necessary to reconstruct or retrofit the current buildings according to the green building valuation. In this project, the current lighting systems used at the Universiti Tenaga Nasional have been considered in which most of the current lamps are CFL two pin bulbs and fluorescence tubes. The current lighting system consumes considerable amount of energy to provide required light. The main objectives of this project are to design the proper retrofit and to calculate the potential electricity saving and the payback period for returning the investment. Also the potential environmental benefits have been analyzed as one of the key objectives of the project.
Methodology
The scope of this project includes evaluation of the lighting system in the Library, Admin Building, College of Engineering, College of Information Technology, Apartments, and COE Food court of the university. The calculation of the energy consumption is based on the wattage input consumed
The Scientific World Journal up of compact fluorescent tube. Around the campus this kind of tube is commonly used to light up the buildings. These kinds of bulbs can produce up to 2000 lumens and have a life time up to 15,000 hours. The Philips PL-C 13 W 2 Pin fitting G24 produces up to 750 lumens and has life span hours up to 10,000 hours. Use of this bulb is for down lights application. 2 pin designed for easy setting up by just plug and pull.
Ideal Lighting Technology.
The fluorescent tube and CFL are the main lighting systems in the campus. However, compared to the new technologies, they are not considered as energy efficient. The proper lighting technology that can be implemented is the LEDs. LEDs use 80% less energy than incandescent and 30% to 40% than most fluorescent lamps. LEDs are environmental friendly where they are mercury free, but fluorescent and CFL contain mercury and required special disposal or recycle method, which contribute to hazardous waste. LED sources have longer lifespans than traditional technologies which can save costs on replacement and maintenance. LEDs offer illumination without emitting harmful infrared or ultraviolet radiation. In current market variable LED tubes are available which offer light output levels similar to 36 W fluorescent tubes. By substituting a 36 W T8 fluorescent tube by a 19 W LED tube can save up to 48%. The wattage and cost of LED tubes to replace 36 W T8s varies according to manufacturers. The advantages of replacing LED tubes are that they are designed to fit directly into current fluorescent fitting by just removing and replacing the starter. LEDs cost higher than T8 to T5 converters but LED tubes have a significantly extensive lifespan of almost five times more dependent on the quality. The types of light chosen to replace the current lighting system are shown in Figure 4 . The light retrofitting has been recognized as one of the most effective methods of reducing overall energy consumption as suggested in the ISO50001:2011 standard and recommended practice under the ASEAN Energy Management Scheme (AEMAS). The light bulb selection in this study has been followed by the above mentioned standards to ensure supplying required lighting for staff and students in the selected buildings.
The 4 feet LED tube which consists of 192 LED produces 2100 ± 100 lumens with 50,000 hours lifetime. Efficiency can reach up to 90 lm/W. LED tube has an easy installing method by just removing the current tube including the ballast and simple rewiring which is suggested to be done by qualified electrician. The 2 feet LED tube which is made of 108 LED creates 1150 ± 100 lumens with 50,000 hours life span. The installation method is same as the 4 feet LED tube. The 22 W/4 pin LED tube is made up of 48 pieces SMD5630 LED and produces 1870 ± 100 lumens and also has 50,000 hours lifetime. This tube has a built in driver; therefore, The Scientific World Journal the installation only require removing the electronic ballast of the existing lighting system. The 8 W/2 pin LED is made of 18 pieces SMD5630 LED and produces 650 ± 80 lumens. This LED light has 50,000 hours lifespan and built in driver. Last but not least, the 9 W LED bulb gives an equivalent output of a 14 W CFL. The lumens output is 650 ± 70 lumens and has 30,000 hours lifespan.
Potential Energy Saving.
The total daily energy consumption (EC) is calculated by multiplying the total number of lamps (N), power consumed by the lamp (W), and total hours of operation (OH), which is assumed 8 hours. The formula is interpreted in the following equation [10] :
Total energy saving (ES) would be the difference between energy consumption of current system (EC Current ) and the retrofit lighting (EC Retrofiting ) system:
Bill saving (BS) is calculated by the product of energy saving (ES) with electricity tariff (ET). In this case study 6
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Payback Period and Life Cycle Cost Analysis.
Payback period (PAY) is the time taken to obtain return of the money that has been invested. In this calculation the present value money is not taken into account during the calculation. Consider
Life cost analysis (LCC) is the total expenses involved during its lifespan. A standard calculation method for LCC is by summation of failure cost, maintenance cost which is known as the investment cost (PC), and the yearly operation cost (OC) as presented in the following:
Decrement in Emission.
Carbon and Hydrogen are considered as the main constituent of most fuels, followed by a small portion of sulphur. Combustion involves an oxidation reaction, in which the necessary oxygen is usually provided by air, a mixture of oxygen, and nitrogen [19] [20] [21] . In Malaysia, natural gas is used as the main fuel for power generation [22] . The emission production (EM) is equal to emission factor (EF) multiplied by the amount of fuel consumed (FC). Therefore, the emission ( ) due to using fuel ( ) in the year ( ) can be calculated with the following [23] :
The potential emission production of each fuel based on Malaysian condition is summarized in Table 1 [24] . The predicted amount of emission produced in the process of generating electricity in the years 2014 to 2024 was obtained from the predicted scenarios reported based on local condition [16] . The scenarios are tools for ordering perceptions about alternative future environments, and the result might not be an accurate picture of tomorrow but may give a better decision about the future for policy makers. Regardless of how things can actually be, both the analyst and the decision maker will have a scenario that resembles a given future and will help researchers consider both possibilities and consequences of the future [25, 26] . The result is presented in Table 2 .
Results and Discussion

Lighting Audit.
The result of the walk-through lighting audit in the above mentioned selected buildings is presented in Table 3 The interview with the staff reveals that in the selected buildings the normal working hours of the lighting system are 8 hours a day, 5 days a week. However, there are always some exceptions due to unscheduled working hours or safety issues.
Energy Consumption.
Based on the latest electric tariff rate by the TNB, the national electricity provider, the tariff rate for the low voltage commercial building is RM0.393 per kWh. It was assumed that the electric tariff will have around 2% increase each year [27] . In this survey the policy for retrofitting the old lighting system with the new energy saving LEDs starts with 10% for the first year and continues constantly for 10 years until all the lighting systems have been replaced.
The result for total energy consumption of the existing lighting system is presented in Table 4 . The total electricity consumption for the lighting application of the selected buildings is around 13,868.46 kWh per day. Meanwhile, the total consumption of electricity per day for the LED light would be around 8,239.8 kWh that shows the potential 40.59% saving.
Consequently around 1,463,450.56 kWh of energy and RM 517,622 of the bill can be saved each year, if all the existing lighting systems have been replaced with the energy saving LEDs. Table 5 presents the energy consumption of the proposed LED system in 10 years. It is shown that by increasing the percentage of the retrofitted lighting systems the overall energy consumption decreased. In 2024, when full retrofitting has been achieved the energy consumption will remain constant if the duration of usage of light is supposed constant.
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Life Cycle Analysis and Payback Period.
To analyze life cycle cost of the lighting system, the total cost of installation, maintenance, and operation of its lifespan have been considered. In this project LCC is used to determine the cost of energy effective progress of LED illumination system which will be implemented. The complete LCC analysis calculation for the 20 W LED tube replaced with the Philips 36 W fluorescent tube is presented in Figure 5 .
Emission Reduction.
Analysis on emission reduction by retrofitting energy saving LEDs is conducted by predicting the future data of fuel mixing to generate electricity in Malaysia. However, the used data might have variance with the real condition due to the uncountable reasons that are not 8
The Scientific World Journal predictable and is out of scope of this study. The predicted fuel combination to generate electricity in Malaysia that is used in this project is presented in Figure 6 . As the graph shows, Malaysia is also beginning to invest toward renewable energies. As a result of retrofitting, the overall amount of electricity consumption decreases and consequently would help the environment by decreasing the harmful effect of the greenhouse gases. The proposed model suggests overall emission production reduction of around 3,746,433 kg of CO 2 , 23,473 kg of SO 2 , 12,585 kg of NO , and 1,317 kg of CO after 100% retrofit. Graph of total reduction in gases emission of CO 2 , SO 2 , NO , and CO by electricity generation from 0% to 100% retrofitting is presented in Figure 7 , which shows the increment of reduction in emission every year.
Conclusion
Day by day the usage of electricity increases globally due to the ever increasing demand in the developed and developing
The Scientific World Journal countries. One of the fast options to save the energy is to use energy efficient electrical appliances among which lighting system has a great potential on saving energy. The present project has focused on the selected buildings in the Universiti Tenaga Nasional campus with the objective of designing a proper retrofit scenario and calculates the potential electricity saving, the payback period, and the potential environmental benefits. In this project, the energy saving and emission production reduction have been analyzed based on the comparison between the existing lighting system and the proposed LED retrofitting. In this survey the policy for retrofitting the old lighting system with the new energy saving LEDs starts with 10% for the first year and continues constantly for 10 years until all the lighting systems have been replaced. The result of the life cycle analysis reveals that after four years, the selected buildings will bring profit for the investment. Further comparison has been done between T5 electronic ballast and LED tube. Both T5 and LED are much more energy efficient compared to the existing CFL lighting system. By retrofitting 100% of the existing lighting system with the LED lights, around 44% saving of energy can be saved with payback period of 4.01 year. However, by using T5 tube with electronic ballast the saving limits to 22% with payback period of 3.8 years. Although, the initial cost of LED lighting system is higher compared to T5 electronic ballast, it would bring more saving in long term.
